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FIRE ALARM PLAN KEYNOTES

2'x 3'x 10" DEEP PULLBOX FOR FIRE ALARM CABLING. MOUNT IN CEILING CAVITY ABOVE ROOM #246.

PROVIDE 2- 1 1/2" RACEWAYS TO ROOM #E-23 (EXISTING FIRE ALARM HEADEND) FOR FIRE ALARM
CABLING.

MAINTAIN EXISTING SMOKE DETECTOR.

PROVIDE SOUNDER BASE ON SMOKE DETECTOR IN ON-CALL ROOM.
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